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GNB FER100 and CHLORIDE

208/240/480 VOLT UNITS

FIGURE 9.2.1A A.C. VOLTAGE SELECTOR BLOCKS
NOTE: For 3 phase units there are 3 identical blocks,
all 3 have to be set to the appropriate voltage.
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FIGURE 9.2.1B A.C. VOLTAGE SELECTION ON PRIMARY
'SIDE OF CONTROL TRANSFORMER
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